


Washington Navy Yard PWS: DC0000003

First Half 25
Sample Date: 11/2/2016 22

3
Second Half
Sample Date: 11/16/2016

Lab 
Received

Chlorine 
Residual

Total 
Coliform 
Analysis

E. 
Coliform 
Analysis

Date Time Date Date Time Value 
(mg/L)

Result Result

16K0312-01 B184 BLDG 184 Guyan Kularthne Y 11/2/2016 811 11/2/2016 11/3/2016 1157 0.44 7.85 19.0 N N
16K0312-02 B211 BLDG 211 Guyan Kularthne Y 11/2/2016 844 11/2/2016 11/3/2016 1157 3.10 7.92 18.9 N N
16K0312-03 B123 BLDG 123 Guyan Kularthne Y 11/2/2016 917 11/2/2016 11/3/2016 1157 2.90 7.95 19.6 N N
16K0312-04 B111 BLDG 111 Guyan Kularthne Y 11/2/2016 943 11/2/2016 11/3/2016 1157 3.00 7.98 19.3 P N
16K0312-05 B105 BLDG 105 Guyan Kularthne Y 11/2/2016 1032 11/2/2016 11/3/2016 1157 3.30 7.98 20.3 P N
16K0312-06 B22 BLDG 22 Guyan Kularthne Y 11/2/2016 1011 11/2/2016 11/3/2016 1157 3.20 7.95 19.8 N N
16K0312-07 B208 BLDG 208 Guyan Kularthne Y 11/2/2016 1204 11/2/2016 11/3/2016 1157 3.20 7.90 21.5 N N
16K1006-01 B33 BLDG 33 Guyan Kularthne Y 11/16/2016 950 11/16/2016 11/17/2016 922 3.60 7.81 17.6 N N
16K1006-02 B122 BLDG 122 Guyan Kularthne Y 11/16/2016 923 11/16/2016 11/17/2016 922 3.40 7.80 17.3 N N
16K1006-03 B166 BLDG 166 Guyan Kularthne Y 11/16/2016 759 11/16/2016 11/17/2016 922 3.30 7.92 16.4 N N
16K1006-04 B183 BLDG 183 Guyan Kularthne Y 11/16/2016 1025 11/16/2016 11/17/2016 922 3.10 7.34 21.2 N N
16K1006-05 B118 BLDG 118 Guyan Kularthne Y 11/16/2016 1100 11/16/2016 11/17/2016 922 3.40 7.78 19.6 N N
16K1006-06 B175 BLDG 175* Guyan Kularthne Y 11/16/2016 1140 11/16/2016 11/17/2016 922 2.20 7.69 19.4 N N
16K1006-07 B212 BLDG 212 Guyan Kularthne Y 11/16/2016 852 11/16/2016 11/17/2016 922 3.30 7.84 18.6 N N
16K1006-08 B218 BLDG 218 Guyan Kularthne Y 11/16/2016 824 11/16/2016 11/17/2016 922 2.80 7.95 18.6 N N
16K0430-01 B70 BLDG 70 (U-111) + Guyan Kularthne Y 11/4/2016 1002 11/4/2016 11/5/2016 1200 Resample 0.55 7.78 21.5 N N
16K0430-02 B111 BLDG 111 + Guyan Kularthne Y 11/4/2016 753 11/4/2016 11/5/2016 1200 Resample 2.90 7.99 19.4 N N
16K0430-03 B33 BLDG 33 (D-111) + Guyan Kularthne Y 11/4/2016 813 11/4/2016 11/5/2016 1200 Resample 3.40 7.89 19.3 N N
16K0430-04 B183 BLDG 183 (U-105) + Guyan Kularthne Y 11/4/2016 929 11/4/2016 11/5/2016 1200 Resample 2.50 7.84 21.5 N N
16K0430-05 B105 BLDG 105 + Guyan Kularthne Y 11/4/2016 904 11/4/2016 11/5/2016 1200 Resample 3.20 7.96 19.3 P N
16K0430-06 B22 BLDG 22 (D-105) + Guyan Kularthne Y 11/4/2016 838 11/4/2016 11/5/2016 1200 Resample 2.90 7.99 20.2 N N
16K0596-01 B183 BLDG 183 (U-105) ++ Guyan Kularthne Y 11/8/2016 920 11/8/2016 11/9/2016 1100 Resample 2.40 7.92 21.6 N N
16K0596-02 B105 BLDG 105 ++ Guyan Kularthne Y 11/8/2016 837 11/8/2016 11/9/2016 1100 Resample 3.10 7.99 18.5 N N
16K0596-03 B105-2 BLDG 105 ++^ Guyan Kularthne Y 11/8/2016 855 11/8/2016 11/9/2016 1100 Resample 3.40 7.91 18.6 N N
16K0596-04 B22 BLDG 22 (D-105) ++ Guyan Kularthne Y 11/8/2016 806 11/8/2016 11/9/2016 1100 Resample 3.30 7.95 16.9 N N
* BLDG 36 sample site was closed for renovation - BLDG 175 was chosen as a replacement sample site
+ First round of resamples taken after TC+ hits on November 2 in BLDG 105 and 111
++ Second round of samples taken after TC+ hit in BLDG 105 on November 4
++^ Alternate sample site in Men's Locker Room of BLDG 105 to replace kitchen sink sample site

November Sampling Report

Sample 
Comments

pH Temp (C)

Total Samples Negative:
Total Samples Positive:

Total Samples:

Sample Collection Lab AnalysisSample 
Number

Sample Point 
Identifier

Sample Point Name Collector Name Compliance 
Indicator



COVER LETTER

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.

Baltimore Division

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

Inspection Experts, Inc

RE: WNY

Columbia, MD 21045

9220 Rumsey Rd., Bay # 5

Kosala De Silva November 03, 2016

Report No.:

The report of analyses contains test results for samples received at Microbac Laboratories, Inc., Baltimore Division on 

11/02/2016 15:00. 

The enclosed results were obtained from and applicable to the sample(s) as received at the laboratory.  All sample results 

are reported on an "as received" basis unless otherwise noted.

All data included in this report has been reviewed and meet the applicable project and certification specific requirements, 

unless otherwise noted.

This report has been paginated in its entirety and shall not be reproduced except in full, without the written approval of 

Microbac Laboratories, Inc.

We appreciate the opportunity to service your analytical needs.  If you have any questions, please feel free to contact us.

This Data Package contains the following:

- This Cover Page

- Sample Summary

- Test Results

- Certifications/Notes and Definitions

- Cooler Receipt Log

- Chain of Custody

 

16K0312

11/3/2016

Curtis B. Read/Project ManagerFinal report reviewed by: Report issue date

All samples received in proper condition and results conform to ISO 17025 and TNI NELAC standards unless otherwise noted.

If we have not met or exceeded your expectations, please contact Curtis B. Read/Project Manager at 410-633-1800.  You may also contact Trevor Boyce, President 

at trevor.boyce@microbac.com
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/03/2016 12:48

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0312Report:

Sample ID Laboratory ID Matrix Date Sampled

SAMPLE SUMMARY

Date ReceivedType

WNY-184 16K0312-01 11/02/2016 08:11 11/02/2016 15:00Drinking Water Grab

WNY-211 16K0312-02 11/02/2016 08:44 11/02/2016 15:00Drinking Water Grab

WNY-123 16K0312-03 11/02/2016 09:17 11/02/2016 15:00Drinking Water Grab

WNY-111 16K0312-04 11/02/2016 09:43 11/02/2016 15:00Drinking Water Grab

WNY-105 16K0312-05 11/02/2016 10:32 11/02/2016 15:00Drinking Water Grab

WNY-22 16K0312-06 11/02/2016 10:11 11/02/2016 15:00Drinking Water Grab

WNY-208 16K0312-07 11/02/2016 12:04 11/02/2016 15:00Drinking Water Grab

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/03/2016 12:48

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0312Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-184

16K0312-01 (Drinking Water) Sampled: 11/02/2016 08:11; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.85

Temp. (C): 19.0

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

0.44

NATurb. (ntu): NA

0697GK GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW110316 1157110216 17151.0

Negative SM 9223B Colilertper 100mlE. Coli QLW110316 1157110216 17151.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/03/2016 12:48

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0312Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-211

16K0312-02 (Drinking Water) Sampled: 11/02/2016 08:44; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.92

Temp. (C): 18.9

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

3.1

NATurb. (ntu): NA

0697GK GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW110316 1157110216 17151.0

Negative SM 9223B Colilertper 100mlE. Coli QLW110316 1157110216 17151.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/03/2016 12:48

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0312Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-123

16K0312-03 (Drinking Water) Sampled: 11/02/2016 09:17; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.95

Temp. (C): 19.6

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

2.9

NATurb. (ntu): NA

0697GK GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW110316 1157110216 17151.0

Negative SM 9223B Colilertper 100mlE. Coli QLW110316 1157110216 17151.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/03/2016 12:48

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0312Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-111

16K0312-04 (Drinking Water) Sampled: 11/02/2016 09:43; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.98

Temp. (C): 19.3

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

3.0

NATurb. (ntu): NA

0697GK GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Positive SM 9223B Colilertper 100mlColiform, Total QLW110316 1157110216 17151.0

Negative SM 9223B Colilertper 100mlE. Coli QLW110316 1157110216 17151.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.

Original Report Page 6 of 13



Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/03/2016 12:48

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0312Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-105

16K0312-05 (Drinking Water) Sampled: 11/02/2016 10:32; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.98

Temp. (C): 20.3

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

3.3

NATurb. (ntu): NA

0697GK GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Positive SM 9223B Colilertper 100mlColiform, Total QLW110316 1157110216 17151.0

Negative SM 9223B Colilertper 100mlE. Coli QLW110316 1157110216 17151.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/03/2016 12:48

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0312Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-22

16K0312-06 (Drinking Water) Sampled: 11/02/2016 10:11; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.95

Temp. (C): 19.8

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

3.2

NATurb. (ntu): NA

0697GK GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW110316 1157110216 17151.0

Negative SM 9223B Colilertper 100mlE. Coli QLW110316 1157110216 17151.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.

Original Report Page 8 of 13



Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/03/2016 12:48

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0312Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-208

16K0312-07 (Drinking Water) Sampled: 11/02/2016 12:04; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.90

Temp. (C): 21.5

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

3.2

NATurb. (ntu): NA

0697GK GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW110316 1157110216 17151.0

Negative SM 9223B Colilertper 100mlE. Coli QLW110316 1157110216 17151.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/03/2016 12:48

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0312Report:

Project Requested Certification(s):

A2LA (Environmental)

State of Maryland (Drinking Water)

Analyte Certification Exception Summary

No certification exceptions

All analysis performed were analyzed under the required certification unless otherwise noted in the above summary.

Certification List

Below is a list of certifications maintained by Microbac Laboratories, Inc.  All data included in this report has been reviewed for and 

meets all project specific and quality control requirements of the applicable accreditation, unless otherwise noted.  A complete list of 

individual analytes pursuant to each certification below is available upon request .

Code Description Certification Number Expires

Microbac Laboratories, Inc. - Baltimore

410.02A2LA (Biology) 04/30/2017A2LA1

410.01A2LA (Environmental) 04/30/2017A2LA2

460285Commonwealth of Virginia (NELAC) - Baltimore 03/14/2017VA-B

1115CPSC Testing of Childrens Products and Jewelry 04/30/2017CPSC

410.01Environmental Lead (ELLAP) 04/30/2017Pb

109State of Maryland (Drinking Water) 06/30/2017MD

054West Virginia 08/31/2017WV

Microbac Laboratories, Inc. - Richmond

460022Commonwealth of Virginia (NELAC) - Richmond 06/14/2017VA-R

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/03/2016 12:48

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0312Report:

Qualifiers/Notes and Definitions 

DET

ND Analyte NOT DETECTED at or above the reporting limit

dry

RPD Relative Percent Difference

Sample results reported on a dry weight basis

Analyte DETECTED

General Definitions:

Page 11 of 13



Cooler Receipt Log

www.microbac.com

Fax: 410-633-6553

Phone: 410-633-1800

Microbac Laboratories, Inc.

2101 Van Deman Street � Baltimore, MD 21224

Baltimore Division

Cooler ID: Default Cooler Cooler Temp:

Custody Seals Intact:

Containers Intact:

Received On Ice:

Radiation Scan Acceptable:

COC Present:

COC/Containers Agree:

Correct Preservation:

Correct Number of Containers Received:

Sufficient Sample Volume for Testing:

Samples Received in Proper Condition:

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

16K0312Work Order:0.90°C

Comments:

Page 12 of 13
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COVER LETTER

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.

Baltimore Division

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

Inspection Experts, Inc

RE: WNY

Columbia, MD 21045

9220 Rumsey Rd., Bay # 5

Kosala De Silva November 21, 2016

Report No.:

The report of analyses contains test results for samples received at Microbac Laboratories, Inc., Baltimore Division on 

11/16/2016 13:10. 

The enclosed results were obtained from and applicable to the sample(s) as received at the laboratory.  All sample results 

are reported on an "as received" basis unless otherwise noted.

All data included in this report has been reviewed and meet the applicable project and certification specific requirements, 

unless otherwise noted.

This report has been paginated in its entirety and shall not be reproduced except in full, without the written approval of 

Microbac Laboratories, Inc.

We appreciate the opportunity to service your analytical needs.  If you have any questions, please feel free to contact us.

This Data Package contains the following:

- This Cover Page

- Sample Summary

- Test Results

- Certifications/Notes and Definitions

- Cooler Receipt Log

- Chain of Custody

 

16K1006

11/21/2016

Curtis B. Read/Project ManagerFinal report reviewed by: Report issue date

All samples received in proper condition and results conform to ISO 17025 and TNI NELAC standards unless otherwise noted.

If we have not met or exceeded your expectations, please contact Curtis B. Read/Project Manager at 410-633-1800.  You may also contact Trevor Boyce, President 

at trevor.boyce@microbac.com

Page 1 of 14



Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/21/2016 11:05

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K1006Report:

Sample ID Laboratory ID Matrix Date Sampled

SAMPLE SUMMARY

Date ReceivedType

WNY-33 16K1006-01 11/16/2016 09:50 11/16/2016 13:10Drinking Water Grab

WNY-122 16K1006-02 11/16/2016 09:23 11/16/2016 13:10Drinking Water Grab

WNY-166 16K1006-03 11/16/2016 07:59 11/16/2016 13:10Drinking Water Grab

WNY-183 16K1006-04 11/16/2016 10:25 11/16/2016 13:10Drinking Water Grab

WNY-118 16K1006-05 11/16/2016 11:00 11/16/2016 13:10Drinking Water Grab

WNY-175 16K1006-06 11/16/2016 11:40 11/16/2016 13:10Drinking Water Grab

WNY-212 16K1006-07 11/16/2016 08:52 11/16/2016 13:10Drinking Water Grab

WNY-218 16K1006-08 11/16/2016 08:24 11/16/2016 13:10Drinking Water Grab

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.

Original Report Page 2 of 14



Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/21/2016 11:05

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K1006Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-33

16K1006-01 (Drinking Water) Sampled: 11/16/2016 09:50; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.81

Temp. (C): 17.6

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

3.6

NATurb. (ntu): NA

NA GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW111716 0922111616 15151.0

Negative SM 9223B Colilertper 100mlE. Coli QLW111716 0922111616 15151.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.

Original Report Page 3 of 14



Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/21/2016 11:05

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K1006Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-122

16K1006-02 (Drinking Water) Sampled: 11/16/2016 09:23; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.80

Temp. (C): 17.3

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

3.4

NATurb. (ntu): NA

NA GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW111716 0922111616 15151.0

Negative SM 9223B Colilertper 100mlE. Coli QLW111716 0922111616 15151.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.

Original Report Page 4 of 14



Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/21/2016 11:05

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K1006Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-166

16K1006-03 (Drinking Water) Sampled: 11/16/2016 07:59; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.92

Temp. (C): 16.4

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

3.3

NATurb. (ntu): NA

NA GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW111716 0922111616 15151.0

Negative SM 9223B Colilertper 100mlE. Coli QLW111716 0922111616 15151.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/21/2016 11:05

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K1006Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-183

16K1006-04 (Drinking Water) Sampled: 11/16/2016 10:25; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.34

Temp. (C): 21.2

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

3.1

NATurb. (ntu): NA

NA GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW111716 0922111616 15151.0

Negative SM 9223B Colilertper 100mlE. Coli QLW111716 0922111616 15151.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.

Original Report Page 6 of 14



Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/21/2016 11:05

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K1006Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-118

16K1006-05 (Drinking Water) Sampled: 11/16/2016 11:00; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.78

Temp. (C): 19.6

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

3.4

NATurb. (ntu): NA

NA GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW111716 0922111616 15151.0

Negative SM 9223B Colilertper 100mlE. Coli QLW111716 0922111616 15151.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/21/2016 11:05

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K1006Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-175

16K1006-06 (Drinking Water) Sampled: 11/16/2016 11:40; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.69

Temp. (C): 19.4

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

2.2

NATurb. (ntu): NA

NA GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW111716 0922111616 15151.0

Negative SM 9223B Colilertper 100mlE. Coli QLW111716 0922111616 15151.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/21/2016 11:05

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K1006Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-212

16K1006-07 (Drinking Water) Sampled: 11/16/2016 08:52; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.84

Temp. (C): 18.6

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

3.3

NATurb. (ntu): NA

NA GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW111716 0922111616 15151.0

Negative SM 9223B Colilertper 100mlE. Coli QLW111716 0922111616 15151.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/21/2016 11:05

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K1006Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-218

16K1006-08 (Drinking Water) Sampled: 11/16/2016 08:24; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.95

Temp. (C): 18.6

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

2.8

NATurb. (ntu): NA

NA GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW111716 0922111616 15151.0

Negative SM 9223B Colilertper 100mlE. Coli QLW111716 0922111616 15151.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/21/2016 11:05

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K1006Report:

Project Requested Certification(s):

A2LA (Environmental)

State of Maryland (Drinking Water)

Analyte Certification Exception Summary

No certification exceptions

All analysis performed were analyzed under the required certification unless otherwise noted in the above summary.

Certification List

Below is a list of certifications maintained by Microbac Laboratories, Inc.  All data included in this report has been reviewed for and 

meets all project specific and quality control requirements of the applicable accreditation, unless otherwise noted.  A complete list of 

individual analytes pursuant to each certification below is available upon request .

Code Description Certification Number Expires

Microbac Laboratories, Inc. - Baltimore

410.02A2LA (Biology) 04/30/2017A2LA1

410.01A2LA (Environmental) 04/30/2017A2LA2

460285Commonwealth of Virginia (NELAC) - Baltimore 03/14/2017VA-B

1115CPSC Testing of Childrens Products and Jewelry 04/30/2017CPSC

410.01Environmental Lead (ELLAP) 04/30/2017Pb

109State of Maryland (Drinking Water) 06/30/2017MD

054West Virginia 08/31/2017WV

Microbac Laboratories, Inc. - Richmond

460022Commonwealth of Virginia (NELAC) - Richmond 06/14/2017VA-R

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/21/2016 11:05

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K1006Report:

Qualifiers/Notes and Definitions 

DET

ND Analyte NOT DETECTED at or above the reporting limit

dry

RPD Relative Percent Difference

Sample results reported on a dry weight basis

Analyte DETECTED

General Definitions:

Page 12 of 14



Cooler Receipt Log

www.microbac.com

Fax: 410-633-6553

Phone: 410-633-1800

Microbac Laboratories, Inc.

2101 Van Deman Street � Baltimore, MD 21224

Baltimore Division

Cooler ID: Default Cooler Cooler Temp:

Custody Seals Intact:

Containers Intact:

Received On Ice:

Radiation Scan Acceptable:

COC Present:

COC/Containers Agree:

Correct Preservation:

Correct Number of Containers Received:

Sufficient Sample Volume for Testing:

Samples Received in Proper Condition:

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

16K1006Work Order:1.80°C

Comments:
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COVER LETTER

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.

Baltimore Division

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

Inspection Experts, Inc

RE: WNY

Columbia, MD 21045

9220 Rumsey Rd., Bay # 5

Kosala De Silva November 07, 2016

Report No.:

The report of analyses contains test results for samples received at Microbac Laboratories, Inc., Baltimore Division on 

11/04/2016 11:55. 

The enclosed results were obtained from and applicable to the sample(s) as received at the laboratory.  All sample results 

are reported on an "as received" basis unless otherwise noted.

All data included in this report has been reviewed and meet the applicable project and certification specific requirements, 

unless otherwise noted.

This report has been paginated in its entirety and shall not be reproduced except in full, without the written approval of 

Microbac Laboratories, Inc.

We appreciate the opportunity to service your analytical needs.  If you have any questions, please feel free to contact us.

This Data Package contains the following:

- This Cover Page

- Sample Summary

- Test Results

- Certifications/Notes and Definitions

- Cooler Receipt Log

- Chain of Custody

 

16K0430

11/7/2016

Curtis B. Read/Project ManagerFinal report reviewed by: Report issue date

All samples received in proper condition and results conform to ISO 17025 and TNI NELAC standards unless otherwise noted.

If we have not met or exceeded your expectations, please contact Curtis B. Read/Project Manager at 410-633-1800.  You may also contact Trevor Boyce, President 

at trevor.boyce@microbac.com
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/07/2016 12:18

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0430Report:

Sample ID Laboratory ID Matrix Date Sampled

SAMPLE SUMMARY

Date ReceivedType

WNY-70 (Upstream) 16K0430-01 11/04/2016 10:02 11/04/2016 11:55Drinking Water Grab

WNY-111 16K0430-02 11/04/2016 07:53 11/04/2016 11:55Drinking Water Grab

WNY-33 (Downstream) 16K0430-03 11/04/2016 08:13 11/04/2016 11:55Drinking Water Grab

WNY-183 (Upstream) 16K0430-04 11/04/2016 09:29 11/04/2016 11:55Drinking Water Grab

WNY-105 16K0430-05 11/04/2016 09:04 11/04/2016 11:55Drinking Water Grab

WNY-22 (Downstream) 16K0430-06 11/04/2016 08:38 11/04/2016 11:55Drinking Water Grab

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/07/2016 12:18

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0430Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-70 (Upstream)

16K0430-01 (Drinking Water) Sampled: 11/04/2016 10:02; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.78

Temp. (C): 21.5

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

0.55

NATurb. (ntu): NA

NA GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW110516 1200110416 17201.0

Negative SM 9223B Colilertper 100mlE. Coli QLW110516 1200110416 17201.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/07/2016 12:18

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0430Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-111

16K0430-02 (Drinking Water) Sampled: 11/04/2016 07:53; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.99

Temp. (C): 19.4

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

2.9

NATurb. (ntu): NA

NA GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW110516 1200110416 17201.0

Negative SM 9223B Colilertper 100mlE. Coli QLW110516 1200110416 17201.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/07/2016 12:18

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0430Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-33 (Downstream)

16K0430-03 (Drinking Water) Sampled: 11/04/2016 08:13; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.89

Temp. (C): 19.3

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

3.4

NATurb. (ntu): NA

NA GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW110516 1200110416 17201.0

Negative SM 9223B Colilertper 100mlE. Coli QLW110516 1200110416 17201.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.

Original Report Page 5 of 13



Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/07/2016 12:18

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0430Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-183 (Upstream)

16K0430-04 (Drinking Water) Sampled: 11/04/2016 09:29; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.84

Temp. (C): 21.5

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

2.5

NATurb. (ntu): NA

NA GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW110516 1200110416 17201.0

Negative SM 9223B Colilertper 100mlE. Coli QLW110516 1200110416 17201.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/07/2016 12:18

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0430Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-105

16K0430-05 (Drinking Water) Sampled: 11/04/2016 09:04; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.96

Temp. (C): 19.3

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

3.2

NATurb. (ntu): NA

NA GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Positive SM 9223B Colilertper 100mlColiform, Total QLW110516 1200110416 17201.0

Negative SM 9223B Colilertper 100mlE. Coli QLW110516 1200110416 17201.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/07/2016 12:18

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0430Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-22 (Downstream)

16K0430-06 (Drinking Water) Sampled: 11/04/2016 08:38; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.99

Temp. (C): 20.2

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

2.9

NATurb. (ntu): NA

NA GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW110516 1200110416 17201.0

Negative SM 9223B Colilertper 100mlE. Coli QLW110516 1200110416 17201.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/07/2016 12:18

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0430Report:

Project Requested Certification(s):

A2LA (Environmental)

State of Maryland (Drinking Water)

Analyte Certification Exception Summary

No certification exceptions

All analysis performed were analyzed under the required certification unless otherwise noted in the above summary.

Certification List

Below is a list of certifications maintained by Microbac Laboratories, Inc.  All data included in this report has been reviewed for and 

meets all project specific and quality control requirements of the applicable accreditation, unless otherwise noted.  A complete list of 

individual analytes pursuant to each certification below is available upon request .

Code Description Certification Number Expires

Microbac Laboratories, Inc. - Baltimore

410.02A2LA (Biology) 04/30/2017A2LA1

410.01A2LA (Environmental) 04/30/2017A2LA2

460285Commonwealth of Virginia (NELAC) - Baltimore 03/14/2017VA-B

1115CPSC Testing of Childrens Products and Jewelry 04/30/2017CPSC

410.01Environmental Lead (ELLAP) 04/30/2017Pb

109State of Maryland (Drinking Water) 06/30/2017MD

054West Virginia 08/31/2017WV

Microbac Laboratories, Inc. - Richmond

460022Commonwealth of Virginia (NELAC) - Richmond 06/14/2017VA-R

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/07/2016 12:18

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0430Report:

Qualifiers/Notes and Definitions 

DET

ND Analyte NOT DETECTED at or above the reporting limit

dry

RPD Relative Percent Difference

Sample results reported on a dry weight basis

Analyte DETECTED

General Definitions:

Page 10 of 13



Cooler Receipt Log

www.microbac.com

Fax: 410-633-6553

Phone: 410-633-1800

Microbac Laboratories, Inc.

2101 Van Deman Street � Baltimore, MD 21224

Baltimore Division

Cooler ID: Default Cooler Cooler Temp:

Custody Seals Intact:

Containers Intact:

Received On Ice:

Radiation Scan Acceptable:

COC Present:

COC/Containers Agree:

Correct Preservation:

Correct Number of Containers Received:

Sufficient Sample Volume for Testing:

Samples Received in Proper Condition:

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

16K0430Work Order:0.40°C

Comments:
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COVER LETTER

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.

Baltimore Division

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

Inspection Experts, Inc

RE: WNY

Columbia, MD 21045

9220 Rumsey Rd., Bay # 5

Kosala De Silva November 09, 2016

Report No.:

The report of analyses contains test results for samples received at Microbac Laboratories, Inc., Baltimore Division on 

11/08/2016 12:15. 

The enclosed results were obtained from and applicable to the sample(s) as received at the laboratory.  All sample results 

are reported on an "as received" basis unless otherwise noted.

All data included in this report has been reviewed and meet the applicable project and certification specific requirements, 

unless otherwise noted.

This report has been paginated in its entirety and shall not be reproduced except in full, without the written approval of 

Microbac Laboratories, Inc.

We appreciate the opportunity to service your analytical needs.  If you have any questions, please feel free to contact us.

This Data Package contains the following:

- This Cover Page

- Sample Summary

- Test Results

- Certifications/Notes and Definitions

- Cooler Receipt Log

- Chain of Custody

 

16K0596

11/9/2016

Curtis B. Read/Project ManagerFinal report reviewed by: Report issue date

All samples received in proper condition and results conform to ISO 17025 and TNI NELAC standards unless otherwise noted.

If we have not met or exceeded your expectations, please contact Curtis B. Read/Project Manager at 410-633-1800.  You may also contact Trevor Boyce, President 

at trevor.boyce@microbac.com
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/09/2016 11:36

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0596Report:

Sample ID Laboratory ID Matrix Date Sampled

SAMPLE SUMMARY

Date ReceivedType

WNY-183 (Upstream) 16K0596-01 11/08/2016 09:20 11/08/2016 12:15Drinking Water Grab

WNY-105-1 16K0596-02 11/08/2016 08:37 11/08/2016 12:15Drinking Water Grab

WNY-105-2 16K0596-03 11/08/2016 08:55 11/08/2016 12:15Drinking Water Grab

WNY-22 (Downstream) 16K0596-04 11/08/2016 08:06 11/08/2016 12:15Drinking Water Grab

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/09/2016 11:36

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0596Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-183 (Upstream)

16K0596-01 (Drinking Water) Sampled: 11/08/2016 09:20; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.92

Temp. (C): 21.6

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

2.4

NATurb. (ntu): NA

NA GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW110916 1100110816 14151.0

Negative SM 9223B Colilertper 100mlE. Coli QLW110916 1100110816 14151.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/09/2016 11:36

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0596Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-105-1

16K0596-02 (Drinking Water) Sampled: 11/08/2016 08:37; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.99

Temp. (C): 18.5

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

3.1

NATurb. (ntu): NA

NA GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW110916 1100110816 14151.0

Negative SM 9223B Colilertper 100mlE. Coli QLW110916 1100110816 14151.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/09/2016 11:36

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0596Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-105-2

16K0596-03 (Drinking Water) Sampled: 11/08/2016 08:55; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.91

Temp. (C): 18.6

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

3.4

NATurb. (ntu): NA

NA GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW110916 1100110816 14151.0

Negative SM 9223B Colilertper 100mlE. Coli QLW110916 1100110816 14151.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/09/2016 11:36

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0596Report:

ResultAnalyte Limit

Reporting

Prepared Analyzed Method Notes Units

WNY-22 (Downstream)

16K0596-04 (Drinking Water) Sampled: 11/08/2016 08:06; Type: Grab

AnalystLimits

Analyst:

Field Analysis

pH: 7.95

Temp. (C): 16.9

Flow (g/min):

Cond. (umhos/cm):

NA

NA

Res. Cl (mg/L):

D.O. (mg/L):

3.3

NATurb. (ntu): NA

NA GW Elev.(ft):

LEL (%):

NA

NA

ORP (mV): NA Volume (L): Flow (g/day):NA NA Salinity (ppt): NA Ambient Temp. (°C): NA

Microbac Laboratories, Inc. - Baltimore

Microbiology

Negative SM 9223B Colilertper 100mlColiform, Total QLW110916 1100110816 14151.0

Negative SM 9223B Colilertper 100mlE. Coli QLW110916 1100110816 14151.0

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/09/2016 11:36

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0596Report:

Project Requested Certification(s):

A2LA (Environmental)

State of Maryland (Drinking Water)

Analyte Certification Exception Summary

No certification exceptions

All analysis performed were analyzed under the required certification unless otherwise noted in the above summary.

Certification List

Below is a list of certifications maintained by Microbac Laboratories, Inc.  All data included in this report has been reviewed for and 

meets all project specific and quality control requirements of the applicable accreditation, unless otherwise noted.  A complete list of 

individual analytes pursuant to each certification below is available upon request .

Code Description Certification Number Expires

Microbac Laboratories, Inc. - Baltimore

410.02A2LA (Biology) 04/30/2017A2LA1

410.01A2LA (Environmental) 04/30/2017A2LA2

460285Commonwealth of Virginia (NELAC) - Baltimore 03/14/2017VA-B

1115CPSC Testing of Childrens Products and Jewelry 04/30/2017CPSC

410.01Environmental Lead (ELLAP) 04/30/2017Pb

109State of Maryland (Drinking Water) 06/30/2017MD

054West Virginia 08/31/2017WV

Microbac Laboratories, Inc. - Richmond

460022Commonwealth of Virginia (NELAC) - Richmond 06/14/2017VA-R

Curtis B. Read, Project Manager

Microbac Laboratories, Inc. - Baltimore The results in this report apply to the samples analyzed in accordance with the chain of 

custody document. This analytical report must be reproduced in its entirety.
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Project:

Project Number:

Project Manager:

Reported:

Inspection Experts, Inc

9220 Rumsey Rd., Bay # 5 15-0011-214

Kosala De Silva

WNY

11/09/2016 11:36

Columbia, MD 21045

2101 Van Deman Street � Baltimore, MD 21224

Microbac Laboratories, Inc.
Baltimore Division

CERTIFICATE OF ANALYSIS

Phone: 410-633-1800

Fax: 410-633-6553

www.microbac.com

16K0596Report:

Qualifiers/Notes and Definitions 

DET

ND Analyte NOT DETECTED at or above the reporting limit

dry

RPD Relative Percent Difference

Sample results reported on a dry weight basis

Analyte DETECTED

General Definitions:

Page 8 of 11



Cooler Receipt Log

www.microbac.com

Fax: 410-633-6553

Phone: 410-633-1800

Microbac Laboratories, Inc.

2101 Van Deman Street � Baltimore, MD 21224

Baltimore Division

Cooler ID: Default Cooler Cooler Temp:

Custody Seals Intact:

Containers Intact:

Received On Ice:

Radiation Scan Acceptable:

COC Present:

COC/Containers Agree:

Correct Preservation:

Correct Number of Containers Received:

Sufficient Sample Volume for Testing:

Samples Received in Proper Condition:

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

Yes

16K0596Work Order:-0.20°C

Comments:
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